
7,020 x 460W PV MODULES MOUNTED ON MULTIPLE ROOF AREAS AS INDICATED. PV

MODULES MOUNTED ON A FLAT ROOF BALLAST FRAMING SYSTEM.

PV MODULES GRID CONNECTED VIA 26 No. HUAWEI SUN2000 100KTL INVERTERS,

270 PV MODULES PER INVERTER & A PV DISTRIBUTION BOARD

DC CABLE TRAY ROUTED FROM PV

ARRAYS TO PLANT ROOM. DC STRINGS

RUN IN 6mm² SINGLES FROM ARRAYS

TO INVERTERS

CLEAR OFFSET ALLOWED AROUND

ROOF VENTS (1.5m)

PV ARRAYS NOT TO BE LOCATED

WITHIN 2.5m OF THE BUILDING EDGE

INVERTERS LOCATED IN LV ENCLOSURE

INVERTERS LOCATED IN LV ROOM

INVERTERS LOCATED IN LV ROOM

INVERTERS LOCATED ON RACKING ON ROOF
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1) FINAL MODULE AND INVERTER LOCATIONS TO BE

CONFIRMED FOLLOWING ADDITIONAL SITE STUDIES.
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