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Development Site,

Port Talbot.
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10 Pentrepoeth Road

Morriston, Swansea

SA6 6AB

Tel: 01792 792323

Fax: 01792 792339

Client

Do not scale this drawing or the computer digital data.

Lead Consultant to be notified of any discrepancies

in figured dimensions.

Contractors must check all site dimensions.

This drawing is copyright and is for use on this site only.

This Drawing shall be used for pricing purposes and to highlight

extent of works only. This drawing shall not be used for installation

purposes. Contractor shall provide their own coordinated working

drawings prior to start on site.

Notes

All installations and components shall comply with the current

requirement of:-

-The IET Regulations (Requirements for Electrical Installations)

(BS7671:2008) - Latest  edition.

-The Electricity at Work Regulations 1989.

-The Electricity Supply (Amendment) Regulations 2000.

-Health and Safety at Work Act etc 1974.

-All relevant parts of the Current Edition of the Building Regulations (including

DDA).

-All British Standards & Codes of Practices.

1.All external lighting to be controlled from a PEC, timer and override mounted in

a convenient location.
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Lux plot overviews added

Text size for lux levels increased.
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