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Station Easting Northing Level
SW1      276674.325      189440.304        7.307
SW2      276595.040      189414.076        6.838
SW3      276575.598      189478.448        8.130
SW4      276634.655      189483.858        7.754
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PROPOSED NEW FOUL
CONNECTION TO EXISTING

COMBINED PUBLIC SEWER -
SUBJECT TO S106 AGREEMENT

PROPOSED PRECAST CONCRETE HEADWALL
WITH 3-SIDED KEE CLAMP HANDRAIL & NON
RETURN FLAP VALVE (ALTHON H6C B OR
SIMILAR)

UNRESTRICTED SURFACE WATER DISCHARGE TO
DOCKS SUBJECT TO AGREEMENT WITH APB

DISCHARGE RATES
100YR+40% - 95.90l/s

100YR - 67.50l/s
30YR - 49.90/s
2YR - 20.20l/s

SURFACE WATER DESIGN
DEPENDANT ON UNRESTRICTED DISCHARGE
INTO ABP DOCK SUBJECT TO AGREEMENT WITH APB

EXISTING ROAD SET TO NEW LEVELS
TO BE DRAINED AS PER THE EXISTING REGIME,
EXISTING POND TO BE RE-PROFILED TO
PROPOSED LEVELS AND OUTLETS FROM
EXISTING ROAD BEANIE BLOCK KERBS TO BE
REINSTALLED WITH EXISTING PIPED
CONNECTIONS EXTENDED TO SUIT THE
MODIFIED POND.

EXISTING COMBINED PUBLIC SEWER
TO BE SURVEYED

PROPOSED SVP POP UPS
TO BE CONFIRMED

EXISTING WATER MAIN TO
BE EXPOSED AT POINT OF

PROPOSED SEWER CROSSING
AND LEVELS PROVIDED TO ENGINEER

PROPOSED WETLAND RECEIVING FLOWS FROM
HARD STANDING AREAS OVERLAND AND VIA ACO DOWNPIPE

SOCKETS AND ACO CHANNELS VIA ACO OUTLETS

DIVERTED SURFACE WATER
SEWER TO CONNECT INTO EXISTING
ATTENUATION UPSTREAM OF PUMP STATION

PROPOSED WETLAND RECEIVING FLOWS FROM
HARD STANDING AREAS OVERLAND AND VIA ACO DOWNPIPE

SOCKETS AND ACO CHANNELS VIA ACO OUTLETS

PROPOSED SWALE AND WETLANDS
ACCEPTING OVERLAND FLOWS
FROM ADJACENT CAR PARK THROUGH
HIT AND MISS KERBS

SWALE 1
CL:7.600
IL:7.200
TWLs
100YR+40 - 7.391 +191mm
100YR - 7.349 +149mm
30YR - 7.326 +126mm
2YR - 7.275 +75mm

WETLAND 1
CL:7.550
IL:7.050

TWLs
100YR+40- 7.150

100YR- 7.126
30YR- 7.113
2YR- 7.093

WETLAND 2
CL:7.50
IL:7.10
TWLs
100YR+40- 7.188
100YR- 7.168
30YR- 7.157
2YR- 7.136

WETLAND 3
CL:7.600
IL:6.870

TWLs
100YR+40- 6.952

100YR- 6.933
30YR- 6.924
2YR- 6.905

CONCRETE SLAB PROTECTION
TO PIPEWORK DUE TO
SHALLOW DEPTH

PROPOSED SURFACE WATER
ROUTE TO BE FINALISED
FOLLOWING CULVERT DETAILED DESIGN

RAINGARDEN 1
CL:7.700
IL:7.390

SWALE 2
CL:7.550
IL:7.150
TWLs
100YR+40 - 7.363 +211mm
100YR - 7.317 +167mm
30YR - 7.293 +143mm
2YR - 7.239 +89mm
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KEY

BIORETENTION/SWALES/ WETLANDS
PROPOSED SURFACE WATER SEWER AND
MANHOLE/INSPECTION CHAMBER

PROPOSED FOUL WATER SEWER

EXISTING DRAINAGE TO BE DIVERTED/REMOVED

EXISTING COMBINED WATER DCWW PUBLIC SEWER -
LEVELS TO BE SURVEYED AND REPORTED TO
ENGINEER

PROPOSED DIVERSION OF EXISTING HIGHWAY
SURFACE WATER SEWER AND MANHOLES

EXISTING  SURFACE WATER SEWER - TO BE
MAINTAINED

D03

SAB DRAINAGE NOTES:

1. DRAWING TO BE READ IN CONJUNCTION WITH ALL OTHER RELEVANT
PROJECT DRAWINGS.

2. THE SURFACE WATER DRAINAGE IS SUBJECT TO APPROVAL BY THE SAB.
3. THE SPECIFICATION IN ALL RESPECTS SHALL BE IN ACCORDANCE WITH

THE CURRENT SPECIFICATION AND CONSTRUCTION PUBLICATION IN
FORCE IN THE COUNTY AT THE TIME OF CONSTRUCTION.

4. ALL SWS PIPEWORK SIZING TO BE CONFIRMED
5. DRAINAGE TO ENGINEERED BATTERS AND GROUNDWATER RELIEF CUT

OFF DRAINAGE TO BE CONFIRMED BY GEOTECHNICAL ENGINEERS,
INCLUDING BUT NOT LIMITED TO ANY REQUIREMENT FOR FIN DRAINAGE
ON SLOPES AND ANTICIPATED GROUNDWATER FLOWS.

6. DRAINAGE REQUIREMENTS FOR RETAINING STRUCTURES TO BE
CONFIRMED BY STRUCTURAL ENGINEERS.

7. ALL LAND DRAINAGE TO BE 225mm PERFORATED PIPEWORK BE LAID AT
MIN FALL OF 1:200 WITH MIN 600mm COVER TO TOP OF PIPE FROM
PROPOSED GROUND LEVEL WITH 450 Ø PLASTIC CATCHPITS UNLESS
OTHERWISE SPECIFIED. TYPE 1 (TURF FINISHED) AND TYPE 2 (GRAVEL
FINISHED) TO BE USED IN ACCORDANCE WITH LANDSCAPE ARCHITECT'S
PREFERENCES.

8. THRESHOLD DRAINAGE TO ARCHITECT'S SPECIFICATION.
9. ALL DRAINAGE OUTFALLS AND CONNECTIONS TO EXISTING

FEATURES/SYSTEMS SHALL BE CHECKED & SURVEYED AND THE RESULTS
PASSED TO THE OVERSEEING AUTHORITY / CLIENT IN ADVANCE OF THE
START OF DRAINAGE WORKS

10. ALL LINEAR DRAIN OUTLETS TO BE Ø100mm AT MINIMUM FALL OF  1 in 150
TO MAXIMUM FALL OF 1 in 10 UNLESS STATED.

11. ALL PRIVATE FWS DRAINS TO BE Ø100mm PLASTIC PIPEWORK LAID AT A
MINIMUM SLOPE OF 1 in 40 UPSTREAM OF FIRST W.C. CONNECTION ON A
RUN. AFTER CONNECTION OF 1st W.C. TO BE LAID AT MINIMUM SLOPE OF 1
in 80 UNLESS STATED.

12. PIPEWORK TO HAVE BED AND SURROUND AS FOLLOWS:
· UNDERNEATH PRIVATE DRIVEWAYS, PARKING AREAS WITH

RESTRICTIONS TO PREVENT ACCESS BY VEHICLES IN EXCESS OF 7.5T
AND PATHWAYS ADJACENT TO VEHICLE ACCESS TO BE;

·· COVER TO TOP OF PIPE > 0.9m - TYPE S or TYPE T (PLASTIC)
·· COVER TO TOP OF PIPE < 0.9m - TYPE Z (CONCRETE SURROUND)

· UNDERNEATH DOMESTIC GARDENS AND PATHWAYS WITH NO
POSSIBILITY OF VEHICLE ACCESS TO BE;

·· COVER TO TOP OF PIPE > 0.35m - TYPE S or TYPE T (PLASTIC)
·· COVER TO TOP OF PIPE < 0.35m - TYPE Z (CONCRETE SURROUND).

PROPOSED CONCRETE HEADWALL WITH NON
RETURN FLAP VALVE

PROPOSED ACO OUTLET/INLET

PROPOSED LINEAR DRAINAGE CHANNEL

PROPOSED BEANIE BLOCK KERBING

PROPOSED PERMEABLE PAVING

REVISION

HYDROCK PROJECT NO.

STATUS

TITLE

PROJECT

CLIENT

STATUS DESCRIPTION

REVISIONS

P06

SCALE @ A1

1:500

Rev Date Description By Ckd App
P01 20/03/24 First Issue HS JH MA

P02 19/04/24 Updated drainage to suit to additional existing level
information and layout alteration JH JH MA

P03 27/06/24 Updated drainage to suit to additional existing level
information and layout alteration JH JH MA

P04 02/08/24 Updated to suit flood modelling levels JH JH MA

P05 15/11/24 Updated to suit flood modelling levels KG KG RB

P06 21/11/24 Revised for Planning KG CP RB
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