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Morning Tom,

The 200mm diameter kitchen extract fan and ducting are shown on the attached
drawing, the in-line fan (SDX200HC) specified has a 44db rating at 1.5m and 38db at
3m. Attached is the fan data sheet.

The location of the extract fan is approximately 50% of the way down the building
internally at approximately 3.5m high.

This fan has been designed to remove light orders from the localised servery area.

Kind regards,

Rory Chapman
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