
W
al

 d
du

ETL

Drain

El
ec

tri
cit

y 
Di

st
rib

ut
io

n 
Si

te

FF

Po
nd

W
al

 d
du

W
al

 d
du

D
ra

in

Dr
ai

n

St
aSu

b

ET
L

El

UPPER MOTHER DITCH

FW 1.002

FW 1.003

FW 2.001

FW
 2.

00
0

GIS HALL CONNECTION 2

FIC1-02

FIC1-03

FIC1-04
FIC1-01

WASHDOWN CHAMBER

CESS TANK INLET

PROPOSED 9000 LITRE CESSPOOL. REFER TO
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AND PIPES TO BE DETERMINED PRIOR TO
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PROPOSED FLOOD GATE AT
EXISTING ACCESS TO
EXISTING SUB STATION

EXISTING POND

OUTFALL FROM EXISTING
SUBSTATION (PUMPED)
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GUIDANCE.
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HEADWALL TO EXISTING
DITCH.
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UPPER MOTHER DITCH (BOTH
SIDES) AT OUTFALL LOCATION
REQUIRED PRIOR TO FINALISATION
OF DETAILED DESIGN
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NOTE - FOR CLARITY THIS DRAWING
SHOULD BE PLOTTED IN COLOUR

Health & SafetyHealth & Safety
CDM regulations 2015

Health & SafetyHealth & Safety
CDM regulations 2015

1. DO NOT CONSTRUCT FROM THIS DRAWING - FOR PLANNING  ONLY
2. WORKS WITHIN CLOSE PROXIMITY OF LIVE OHL, SUFFICIENT

CLEARANCES TO BE PROVIDED AT ALL TIMES.
3. WORKS TO BE CONSIDERATE OF PRESENCE OF GROUND

CONTAMINATION.
4. WORKS TO BE CONSIDERATE OF PEAT PRESENCE/POOR GROUND

CONDITIONS.
5. WORKING IN PROXIMITY OF OPEN WATER BODIES, CARE BE TAKEN

DURING PLANT MANOEUVRES.
6. DEEP EXCAVATIONS REQUIRED FOR CESSPOOL & DETENTION BASIN,

EXCAVATIONS TO BE OPEN FOR MINIMUM TIME PRACTICABLE AND
PROTECTED DURING WORKS.

7. HIGH GROUND WATER LEVELS ON SITE. SUITABLE DEWATERING TO BE
IN PLACE DURING INSTALLATION OF SYSTEMS.

Significant risks associated with this drawing are identified below and, where
applicable, at specific locations on the drawing.
Refer to the CDM Regulation 9 Risk Register

(30004595-BHK-XX-XX-RE-HS-0012) for full details.

SPECIFICATIONS:

1. DRAINAGE WORKS TO BE IN ACCORDANCE WITH:-
- NGTS 2.10.01 - OIL CONTAINMENT (ISSUE 2 - DECEMBER 2020)
- NGTS 2.10.05 - COVERS, DUCTS & TRENCHES (ISSUE 1 - APRIL 2017)
- NGTS 2.10.09 - DRAINAGE (ISSUE 1 - APRIL 2017)
- NGTS 3.10.02 - MATERIALS (ISSUE 2 - APRIL 2017)
- NGTS 3.10.03 - EXCAVATE, BACKFILL AND RESTORE (ISSUE 2 - APRIL 2017)
- NGTS 3.10.05 - PIPELINES (ISSUE 2 - APRIL 2017)

DRAINAGE LAYOUT
SCALE 1:500

GENERAL NOTES:

1. DO NOT SCALE FROM THIS DRAWING.
2. UNLESS NOTED OTHERWISE, LEVELS (AOD) AND CO-ORDINATES

(RELATIVE TO ORDINANCE DATUM) ARE IN METERS
3. DESIGN  IN ACCORDANCE WITH:

3.1. NATIONAL GRID TECHNICAL SPECIFICATION (NGTS) 2.10.09 SITE
DRAINAGE (ISSUE 1).

3.2. NATIONAL GRID TECHNICAL SPECIFICATION (NGTS) 2.10.01 OIL
CONTAINMENT (ISSUE 2)

4. THIS DRAWING SHOULD BE READ IN CONJUNCTION WITH ALL OTHER
RELEVANT ARCHITECTURAL AND ENGINEERING DETAILS, DRAWINGS
AND SPECIFICATIONS.

5. ALL WORK SHALL BE CARRIED OUT WITH THE REQUIREMENTS OF
THE RELEVANT STATUTORY AUTHORITIES AND REGULATORS.

6. ALL PIPES SHALL BE LAID WITH SOFFITS LEVEL UNLESS NOTED
OTHERWISE.

PROPOSED SURFACE WATER PIPE

PROPOSED SURFACE WATER RISING MAIN

PROPOSED FILTER DRAIN

PROPOSED FOUL DRAINAGE PIPE

PROPOSED RAINWATER PIPE CONNECTION

PROPOSED CROSS CARRIAGEWAY PIPE

PROPOSED GULLY AND CONNECTION

PROPOSED SURFACE WATER CHAMBER/INSPECTION
CHAMBER

PROPOSED HEADWALL

PROPOSED FOUL WATER CHAMBER

PROPOSED CESSPOOL TANK

EXISTING HEADWALL INLET / OUTLET

EXISTING WATERCOURSE

PROPOSED DITCH DIVERSION

PROPOSED DETENTION BASIN

PROPOSED 3M WIDE MAINTENANCE AREA TO
DETENTION BASIN

PROPOSED FLOOD DEFENCE WALL

PROPOSED IMPERMEABLE ROAD AREA

PROPOSED CONCRETE SLAB FOOTPATH AREA

PROPOSED GRANULAR STONE PLATFORM

PROPOSED CABLE TROUGH

SITE BOUNDARY

PROPOSED EARTHWORKS CUT SECTION

PROPOSED EARTHWORKS FILL SECTION
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