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MINOR LEVEL CHANGES
ALONG THIS KERB WILL BE

DEALT WITH WITHIN THE
VERGE

GROUND GRADED AT A MAX 1:3
BETWEEN EXISTING FOOTPATH
AND PROPOSED FOOTPATH

EXISTING RETAINING WALL TO BE
REMOVED AND REPLACED, PROPOSED
RETAINING WALL DESIGNED TO TAKE
HIGHWAY LOADING

EXISTING RETAINING
WALL TO REMAIN

ALL WORKS ADJACENT TO ADIT
CHAMBER TO BE APPROVED BY
ASSET OWNER PRIOR TO
CONSTRUCTION. COVER LEVELS TO
BE MAINTAINED.

EXISTING RETAINING WALL TO
BE REPLACED

TOTEM BASE
LEVEL TO BE
CONFIRMED

PROPOSED CAR PARK
AND FOOTPATH  TIED

INTO EXISTING LEVELS
WITH EXISTING BATTER

TO REMAIN AS EXISTING

PROPOSED MCDONALDS
ACCESS TIED INTO

EXISTING LEVELS

EXISTING CAR PARK AND
ACCESS ROAD LEVELS

TO REMAIN UNCHANGED

PROPOSED 5no. STEPS.
300mm GOINGS; 157mm
RISERS.

TIE INTO PROPOSED BACK OF
FOOTWAY LEVELS ASSOCIATED
WITH S278 HIGHWAY WORKS
(LEVELS AS PROVIDED BY
HIGHWAY ENGINEER).

FOR PROPOSED LEVELS
WITHIN ADOPTED HIGHWAY,
REFER TO STANTEC S278
DRAWINGS.

WORKS OUTSIDE PLANNING BOUNDARY
COVERED UNDER OFFSITE PLANNING CONSENT

PROPOSED SPOT LEVEL

PROPOSED SURFACE GRADIENT
PROPOSED RETAINING WALL
PROPOSED HB2 KERB
PROPOSED HB2 KERB IN HIT&MISS FORMATION

MAJOR CONTOUR (0.50m INTERVALS)
MINOR CONTOUR (0.10m INTERVALS)

PROPOSED BN2 KERB FLUSH

34.374m

1:46

KEY

PLANNING APPLICATION SITE BOUNDARY

SAB SITE BOUNDARY

EXTENT OF BUILDING

1:200

Third Floor, Wharton Place
13 Wharton Street
Cardiff
CF10 1GS
t: +44(0)2920 023665
e: cardiff@hydrock.com
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SCALE @ A1

DRAWING NO. REVISION
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Rev. Revision Notes Date Drawn By Checked | Approved

P01 First Issue 03/01/23 JL CS | CS
P02 Updated to suit SAB Issue 17/04/23 HV JL | CS
P03 Update to suit new layout 22/11/23 HV JH | RB
P04 SAB Issue 01/12/23 HV JH | RB
P05 Layout Updates 16/09/25 BM IMH | CD
P06 Layout & Levels Updated 17/11/25 BM IMH | CD

REVISIONS

General Notes:

1. Drawing to be read in conjunction with all other relevant project
drawings

2. Use of this drawing does not absolve the client from his
responsibilities under the Health and Safety: The Construction Design
and Management Regulations 2015. The Principal Designer is required
to contact Hydrock Consultants prior to permitting this drawing to be
used in connection with any construction works.

3. The drawing shall be read in conjunction with the health and safety
information provided and/or within the pre-construction information.

4. Before commencement of works associated with the drawing refer to
all relevant health and safety information for the works including
residual risk information.

5. The drawing has been based on information provided by other parties
and Hydrock do not warrant the accuracy of this information.

6. The drawing indicates the design intent for the works and
items/service routes in such detail as to indicate the design. The
drawing does not show all components that may be necessary to
locate services in a fully coordinated manner.

7. It is known that existing utility company underground services and
apparatus is present within the proposed works area and it is the
Contractors responsibility to locate existing services on site accurately.

8. The Contractor should comply with hs(g) 47 "Avoiding Danger from
Underground Services" when excavating around existing services.

9. The Contractor is to verify the line, level and diameter of existing
sewers before commencing drainage works.

10. The contractor should allow for all necessary investigative work (cat
detection, trial holes, etc.) to determine route and depth of all
underground services to avoid damage and preserve supplies to
existing users

11. The drawing shall be used for the intended purpose only and Hydrock
does not warrant the accuracy of this information.

12. Dimensions shall not be scaled from the drawing and the contractor
shall be responsible for obtaining all dimensions and level's on site for
the actual setting out of the works.

13. Hydrock is not responsible for checking dimensions on site.
14. Hydrock is not responsible for setting out grid lines, building line etc
15. Hydrock is not responsible for dimensions used in the ordering and

manufacturing of equipment and this shall be the responsibility of the
contractor.

16. All figured levels are in metres and related to existing survey grid &
datum unless noted otherwise

17. All figured dimensions are in metres unless noted otherwise.
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